
Chicago Edge-Lit Recessed Mount Exit Sign
CCEL

IMPORTANT SAFEGUARDS

INSTALLATION

http://www.compasslightingproducts.com/products/ccel/
http://www.hubbelllighting.com/
http://www.compasslightingproducts.com/


INSTALLATION

INSPECTION AND MAINTENANCE
NOTE: On emergency models, the battery may be supplied with less than 
a full charge. After continuous AC power is provided allow 24 hours for full 
charge and before initial testing. 
LAMP OR BATTERY REPLACEMENT: Use only the replacement part speci-
fied on the product (UL) label. Use of any other light source or battery may 
result in transfomer damage or unsafe conditions.

INSTALLATION



ASSEMBLY INSTRUCTIONS FOR CHICAGO APPROVED RECESSED

MOUNT EDGELIT EXIT SIGN 

Step 1: Ensure that the appropriate panel is available to be attached to the already installed housing. 

PANEL HOUSING (installed) 

EXl1 
Step 2: Separate the trimplate from the backbox by removing the (2) screws and set the screws aside. 
The trim plate is still secured to the backbox with the black safety cable. 
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Compatibility chart:
HOUSING PART # COMPATIBLE PANEL(S) PART # FULL FIXTURE PART #
CCELRWA-NP CEP3-ENA CCELRSWA-3
CCELRWA-NP CEP6-ERA CCELRSWA-6
CCELRWA-NP CEP9-ELA CCELRSWA-9
CCELRWA-NP CEP12-EDA CCELRSWA-12
CCELRWA-NP CEP18-ENA CCELRDWA-18
CCELRWA-NP CEP24-EDA CCELRDWA-24
CCELRWA-NP CEP21-ELARA CCELRDWA-21
CCELRWE-NP CEP3-ENA CCELRSWE-3
CCELRWE-NP CEP6-ERA CCELRSWE-6
CCELRWE-NP CEP9-ELA CCELRSWE-9
CCELRWE-NP CEP12-EDA CCELRSWE-12
CCELRWE-NP CEP18-ENA CCELRDWE-18
CCELRWE-NP CEP24-EDA CCELRDWE-24
CCELRWE-NP CEP21-ELARA CCELRDWE-21
CCELRWA-NPS CEP2-SNA     CCELRSWA-2
CCELRWA-NPS CEP5-SRA     CCELRSWA-5
CCELRWA-NPS CEP8-SLA      CCELRSWA-8
CCELRWA-NPS CEP11-SDA    CCELRSWA-11
CCELRWA-NPS CEP17-SNA     CCELRDWA-17
CCELRWA-NPS CEP23-SDA      CCELRDWA-23
CCELRWA-NPS CEP20-SLARA   CCELRDWA-20
CCELRWE-NPS CEP2-SNA     CCELRSWE-2
CCELRWE-NPS CEP5-SRA     CCELRSWE-5
CCELRWE-NPS CEP8-SLA      CCELRSWE-8
CCELRWE-NPS CEP11-SDA    CCELRSWE-11
CCELRWE-NPS CEP17-SNA     CCELRDWE-17
CCELRWE-NPS CEP23-SDA      CCELRDWE-23
CCELRWE-NPS CEP20-SLARA   CCELRDWE-20
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  RECYCLING INFORMATION
  All steel, aluminum and 

thermoplastic parts are recyclable.
  All cartons contain recycled 

materials.
  Please recycle responsibly.
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