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Change #1, 489 

 

Under Continuity & 
Resistance, change: 

From: Greater than 
400 Ω  

To:  >40 Ω 
 

Change #2, TP-122 
 

Within the Specifications 
table, in the Enclosure 
Rating row, change the IP 
spec: 

From: IP 52  
To:  IP 40 
 


